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THE OWNER DOES NOT WARRANT THE ACCURACY, SUFFICIENCY, OR COMPLETENESS OF THIS DRAWING OR MAP FOR ANY PURPOSE, AND RELIANCE HEREON AND USE HEREOF IS AT THE RISK OF THE USER, WHO AGREES TO HOLD HARMLESS AND INDEMNIFY THE OWNER AGAINST ANY AND ALL LIABILITY IN CONNECTION WITH ITS USE.

This drawing is the property of Dominion Resources, Incorporated, in consideration of the use of
this drawing, user agrees that it shall be treated as confidential material, that it shall be
returned upon request, and that the contents thereof shall not be disclosed, reproduced, copied
or otherwise disposed of directly or indirectly, nor shall it be used for any purpose other than
that for which it was specifically furnished, except by written permission of Dominion Resources,
Incorporated.
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VALVE SEAT PLATE
NOT TO SCALE

TACK WELD STEEL TUBE

T0 REDUCER

4" x 1-1/2" STEEL TUBING
1.90" 0.D. x .145" WALL

1.90”

17 x 14" SLOTS, 180°
APART, GRIND INSIDE

EDGES SMOOTH

‘ / v

21”

147

\ \__/
19 1

TACK WELD BOLT
TO STEEL TUBING

DETAIL A

FLOAT BALL GUIDE TUBE
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DETAIL C

DRAIN CONNECTION
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BILL OF MATERIALS

PRESSURE TESTING REQUIREMENTS

FACILITY:  STANDARD DRIP TANK
DESIGN PRESSURE: 740 PSIG

CLASS LOCATION: S

TEST MEDIUM: WATER

TEST DURATION: 4 HOURS

MAOP: 720 PSIG

MINIMUM TEST PRESSURE: 1080 PSIG
MAXIMUM TEST PRESSURE: 1110 PSIG
ZNDT: 100% 6" WELDS

%SMYS:  24% 6" PIPE/<20% 2" & % PIPE

ITEM#| QTY | UOM |STOCK CODE |DESCRIPTION
1 4 FT COhaa1a7 PIPE STL 6-5/8 .280W APISL GRB BARE 18.97# PE BEVEL
2 1 EA C0621131 REDUCER WELD CONC 6 x 2 .280 x .218 A106 GRB SA234WPB
3 1 EA C0127750 CAP WELD 6" .280W GRB SA234WPB
4 0.5 FT C0550230 PIPE STL 2-3/8 .218W APISL GRB BARE 5.02# PE BEVEL
5 2 EA C0346850 FLANGE WN 2" ANSI 300 RF .218W B16.5 SA105 GRB
6 1 EA C0951395 WELDOLET 2 x 6" to 8" PIPE XXSTRONG SA105
- 5 EA C0375832 g,SiI'E(IET FLG 3/16 THK 2" ANSI 300 RF CGI SP WND GRAPHOIL w/304 SS INNER AND CS
8 3.5 FT C0549357 PIPE STL 3/4 .154W A106 GRB PE BARE 1.47# BEVEL, TOE
9 1 EA C0289848 ELL STREET 90 3/4" 3000# SA105
10 1 EA C0739121 TEE THD 3/4" 3000# SA105
11 1 EA C0894309 THREDOLET 3/4" 3000# FITS 2- 2-1/2" PIPE SA105
12 1 EA C0237926 COUPLING PIPE FULL THD 3/4" 3000#
13 4 EA C0491535 NIPPLE PIPE 3/4x3" XS A106 GRB SMLS TBE
14 3 EA C0912990 VALVE BALL SCREW 3/4 1500# WOG STL WRENCH
15 e EA C0589880 PLUG PIPE STL 3/4" SQ HD 2000-6000# SA105
16 1 EA NON-STOCK [VALVE SEAT PLATE, STEEL (SEE DETAIL B)
17 1 EA NON-STOCK [BALL FLOAT GUIDE TUBE (SEE DETAIL A)
18 1 EA NON-STOCK |FLOAT BALL, 1-1/2" DIAMETER, POLYPROPYLENE
19 1 EA NON-STOCK |BOLT 5/16" x 2-1/4" W/HEXNUT
NOTES:
1 ALL FABRICATIONS AND RELATED CONSTRUCTION TO BE
FABRICATED, TESTED, INSTALLED, AND COATED IN ACCORDANCE
WITH THE LATEST REVISION OF THE EAST OHIO GAS COMPANY
STANDARD OPERATING PROCEDURES.
2 DESIGNED TO DOT PART 192, ASME CODE STAMP IF REQUIRED BY
LOCAL, STAT, OR OTHER JURISDICATION.
3 FABRICATION TO BE PAINTED TO DOMINION SPECIFICATIONS.
4 FABRICATION TO BE PRESSURE TESTED PER DOMININON
SPECIFICATIONS. LEAK TEST AT 250 PSIG BEFORE INCREASING TO
FINALTEST PRESSURE.
5 ALL FLANGE BOLT HOLES TO STRADDLE CENTERLINES.
6 ALLFITTING TO FITTING WELDS INCLUDE 1/8" ROOT GAP.
7 FOR SOCKET WELDS LEAVE 1/16" GAP BETWEEN PIPE AND FITTING
OR VALVE.
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